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SHEET NOTES:
@ REPLACE EXISTING PIPE RISER. SEE SHEETS
ME101 AND ME103 FOR CONTINUATION.
@ CUT AND PATCH EXISTING PIPE CHASE TO
REPLACE PIPING. RE-PAINT CHASE TO MATCH
EXISTING.
@ ROUTE PIPING AND INSULATION EXPOSED IN
THIS AREA.
@ ROUTE NEW PIPING IN NEW LOCATION.
COORDINATE EXACT LOCATION WITH EXISTING
CONDITIONS. PIPING AND INSULATION WILL BE
EXPOSED IN STORAGE ROOM. SEE ME101 AND
ME103 FOR CONTINUATION.
@ EXISTING PIPING SHALL BE ABANDONED IN WALL.
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State of Utah

Department of Administrative Services

Internet:

Division of Facilities

Construction & Management
4110 State Office Building

Salt Lake City, Utah 84114
Phone: (801) 538 - 3018
Fax: (801) 538 - 3267

http://www.dfcm.state.ut.us
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SHEET NOTES CONT: ini 1 i
@ REPLACE EXISTING FIN TUBE CONVECTOR WITH NEW Department of Administrative Services
GENERAL NOTES: PROVIDE NEW CONVECTOR IN NEW LOCATION. CONVECTOR. REATTACH NEW COVER TO WALL. ivisi iliti
& PROVIDE NEW ELOOR PENETRATIONS CONNECT TO NEW PIPING AND TRANSITION PIPING AS ([:)IV‘:I’?II?'H %Lfﬁamhtle?
1. PAINT AND PATCH WALLS THAT ARE EXPOSED COORDINATE EXACT LOCATION WITH EXISTING NECESSARY TO CONNECT TONEW COIL. SEE 4110 State Office Biilding
' SCHEDULES FOR STEAM AND CONDENSATE BRANCH D Saif T 1? %. lfi h“é411111§
OR DAMAGED AFTER CONVECTORS ARE CONDITIONS. alt Lake Ci a
REMOVED. PIPE SIZES. PROVIDE NEW FLOOR PENETRATIONS Phormo: (803, 538 - 3018
PATCH AND REPAIR WALLS WHERE THE WITH NEW ESCUTCHEONS. PATCH AND REPAIR Fax: (‘801) S3% . 3267
LEVEL CEILING TILE, TRACK, AND GRID AS
REQUIRED. SEE SPECIFICATIONS. TUBING. INSPECT AND REPAIR TUBING AS Internet: http://www.dfcm.state.ut.us
NECESSARY FOR PROPER OPERATION.
3. EXCEPT WHERE NOTED OTHERWISE, STEAM AND E
CONDENSATE PIPING MAINS SHALL éE SLOPED IN @ PROVIDE NEW CABINET UNIT HEATER. RECONNECT
THE SAME DIRECTION AS THE FLOW. BRANCH TO EXISTING ELECTRICAL SERVICE. TIE INTO NEW
PIPING SHALL BE SLOPED BACK TO THE MAINS. PIPING. TRANSITION PIPING AS NECESSARY TO
SEE SPECIEICATIONS. CONNECT TO NEW COIL. SEE SCHEDULES FOR

STEAM AND CONDENSATE BRANCH PIPE SIZES.

)

PROVIDE NEW THERMOSTAT. COORDINATE EXACT
LOCATION WITH EXISTING CONDITIONS.

=)

EXISTING THERMOSTAT SHALL REMAIN. INSPECT AND
VERIFY OPERATION. PROVIDE UNIT PRICE IN BID TO

REPLACE IF NECESSARY. TIE INTO NEW

CONVECTOR(S). CONSULTANTS
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STEAM MAIN WSU BUILDINGS
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4" LONG NIPPLE & CAP. 3/4"9 CON DENSATE,
DOMESTIC WATER

SEE SPECIFICATIONS FOR APPROVED MANUFACTURERS.

RETURN MAIN
REPLACEMENT
DRIP AT END OF MAIN DETAIL DFCM No. 06052810
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PLUMBING GENERAL NOTES:

G-1

G-2

G-3

G-5

G-6

G-8

G-9

ALL PLUMBING SHALL BE INSTALLED AND CONFORM TO THE 2003
EDITION OF THE INTERNATIONAL PLUMBING CODE (IPC) WITH UTAH
ANNOTATIONS AND LOCAL AUTHORITY REQUIREMENTS.

ALL MATERIALS SHALL BE NEW AND SHALL BE DOMESTIC MADE UNLESS
SPECIFICALLY APPROVED OTHERWISE IN WRITING BY ARCHITECT OR
OWNER.

PROVIDE VACUUM BREAKERS AND BACK FLOW PREVENTERS WHERE
REQUIRED BY CODE OR WHERE THERE MAY BE ANY POSSIBLE CHANCE
FOR CROSS CONTAMINATION. PREVENTERS SHALL BE INSTALLED IN
ACCORDANCE WITH UTAH CODE.

ALL PLUMBING INFORMATION IS NOT LIMITED TO THE PLUMBING
DRAWINGS. CONTRACTOR SHALL BE RESPONSIBLE FOR INFORMATION
ON ALL OTHER CONSTRUCTION DOCUMENTS INCLUDING
ARCHITECTURAL DRAWING, STRUCTURAL DRAWINGS, MECHANICAL
DRAWINGS, AND ELECTRICAL DRAWINGS.

THE WORKING DRAWINGS ARE DIAGRAMMATIC. BECAUSE OF THE
SMALL SCALE OF THE DRAWING, THEY DO NOT SHOW EVERY OFFSET,
BEND OR ELBOW NECESSARY FOR THE COMPLETE INSTALLATION IN
THE SPACE PROVIDED. ALL PIPING SHALL BE CHECKED AND
COORDINATED WITH THE ARCHITECTURAL, STRUCTURAL, MECHANICAL,
AND ELECTRICAL DRAWINGS.

COORDINATE ALL PIPING AND PLUMBING EQUIPMENT WITH ALL OTHER
TRADES AND/OR CONTRACTORS PRIOR TO INSTALLATION.

ANY AND ALL ALTERATIONS TO THE SYSTEM SHOWN SHALL BE THE
RESPONSIBILITY OF THIS CONTRACTOR AND ARCHITECT/ENGINEER
SHALL BE NOTIFIED IN WRITING PRIOR TO CHANGES.

ALL WATER SYSTEMS SHALL MEET THE REQUIREMENTS OF ANSI/NSF
STANDARD 61 SECTION 9 (1998), CONCERNING METAL CONTAMINANTS
IN THE WATER SYSTEM.

WATER PIPING SHALL NOT BE ROUTED IN OUTSIDE WALLS OR ON
EXTERIOR SIDE OF BUILDING INSULATION ENVELOPE.

PLUMBING LEGEND

MEANING

SYMBOL OR
ABBREVIATION

MEANING

SYMBOL OR
ABBREVIATION

HOT WATER LINE

WALL CLEANOUT

WCO

COLD WATER LINE

CLEANOUT

CO

State of Utah

Department of Administrative Services

Division of Facilities

Construction & Management
4110 State Office Building

D Salt Lake City, Utah 84114
Phone: (801) 538 -3018
Fax: (801) 538 - 3267

Internet: http:// www.dfcm.state.ut.us

VENT LINE CLEANOUT TO GRADE COTG
WASTE LINE e e FLOOR CLEANOUT FCO
GAS LINE G BALL VALVE

VENT THRU ROOF

VTR

UNION

CONNECTION TO
EXISTING PIPING
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SHEET NOTES:

EXISTING CULINARY COLD, HOT AND HOT WATER
RECIRCULATING PIPING SHALL REMAIN.

S

REMOVE EXISTING PIPING RISERS TO SECOND
FLOOR BACK TO THIS POINT. CAP AND PROTECT
FOR FUTURE RE-CONNECTION. FIELD VERIFY
EXACT SIZE AND LOCATION.

)

EXISTING WASTE, VACUUM, DE-IONIZED WATER,
AND ALL OTHER PIPING NOT SHOWN SHALL
REMAIN.

EXISTING AIR PIPING SHALL REMAIN.

EXISTING GAS PIPING MAIN SHALL REMAIN.

EXISTING CULINARY WATER MAIN SHALL REMAIN.

JP0E ©

EXISTING PIPE RISERS TO ABOVE. SEE SHEET
PD102 FOR CONTINUATION.

=)

EXISTING HOT WATER CIRCUIT SETTER SHALL
REMAIN.

State of Utah

Department of Administrative Services

Division of Facilities

Construction & Management
4110 State Office Building
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2 3 ” 4 ’ | SHEET NOTES: 6 State of Utah

Department of Administrative Services

EXISTING CULINARY HOT AND COLD WATER

LINES SERVING EXISTING LAVATORY OR FIXTURE. Division of Facilities
SHALL REMAIN. Construction & Management
4110 State Office Building
EXISTING DRINKING FOUNTAIN SHALL REMAIN. D Salt Lake City, Utah 84114
Phone: (801) 538 - 3018
REMOVE EXISTING PIPE RISERS TO FLOOR Fax: (801) 538 - 3267

ABOVE. SEE SHEET PD101 AND PD103 FOR
CONTINUATION.

Internet: http:// www.dfcm.state.ut.us
CUT AND PATCH EXISTING WALLS AS
NECESSARY TO ACCESS PIPING.

@O ® g ©

REMOVE EXISTING CULINARY, CW AND HW
PIPING TO FIXTURE ABOVE. EXISTING EXPOSED
GLASS WASTE PIPING SHALL REMAIN.
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SHEET NOTES:
@ REMOVE EXISTING CULINARY HOT AND COLD
WATER LINES SERVING EXISTING LAVATORY OR
FIXTURE. ALL WASTE PIPING SHALL REMAIN.
PIPING LOCATED IN CEILING SPACE BELOW. SEE
SHEET PE104.
@ REMOVE EXISTING DRINKING FOUNTAIN, AND
CULINARY CW PIPING.
@ REMOVE EXISTING PIPE RISERS FROM BELOW.
SEE SHEET PD102 FOR CONTINUATION.
@ REMOVE EXISTING PIPING IN CABINET UNDER
SINK.
@ REMOVE EXISTING PIPING AND INSULATION
EXPOSED IN THIS AREA.
(6) EXISTING COPPER PIPING IN CHASE AND
RESTROOMS SHALL REMAIN.
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: 3 | ) 5 ‘ State of Utah

Department of Administrative Services

SHEET NOTES: Division of Facilities
Construction & Management
(1) EXISTING CULINARY COLD, HOT AND HOT WATER 4110 State Office Building
RECIRCULATING PIPING SHALL REMAIN. D Salt Lake City, Utah 84114
Phone: (801) 538 - 3018
(2) PROVIDE NEW PIPING RISERS TO SECOND FLOOR Fax: (801) 538 - 3267
AT THIS POINT. FIELD VERIFY EXACT SIZE AND
LOCATION.
Internet: http://www.dfcm.state.ut.us
(3) EXISTING WASTE, VACUUM, DE-IONIZED WATER, .
AND ALL OTHER PIPING NOT SHOWN SHALL
REMAIN.
(4) EXISTING AIR PIPING SHALL REMAIN.
(5) EXISTING GAS PIPING MAIN SHALL REMAIN.
(6) EXISTING CULINARY WATER MAIN SHALL REMAIN.
(7) EXISTING PIPE RISERS TO ABOVE. SEE SHEET
PE102 FOR CONTINUATION.
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@ PROVIDE NEW CULINARY HOT AND COLD WATER 4110 State Office Building

LINES SERVING EXISTING LAVATORY OR FIXTURE. D Salt Lake City, Utah 84114

ALL WASTE PIPING SHALL REMAIN. PIPING Phone: (801) 538 - 3018

LOCATED IN CEILING SPACE BELOW. SEE SHEET Fax: (801) 538 - 3267

PE102.

PROVIDE NEW DRINKING FOUNTAIN, AND Internet: http://www.dfcm.state.ut.us

CULINARY CW PIPING. PROVIDE 24x36 SS BACK

SPLASH.

PROVIDE NEW PIPE RISERS FROM BELOW. SEE
SHEET PE102 FOR CONTINUATION.

PROVIDE NEW PIPING IN CABINET UNDER SINK.

PROVIDE NEW PIPING AND INSULATION EXPOSED
IN THIS AREA.

EXISTING PIPING IN RESTROOMS SHALL REMAIN.
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PLUMBING FIXTURE SCHEDULE

SYMBOL

INDIVIDUAL LINE SIZES
FIXTURE

TRAP | WASTE | VENT | C.W.

H.W.

REMARKS

DRINKING FOUNTAIN 1-1/2" | 1-1/2" | 1-1/2" | 1/2"

ELECTRIC WATER COOLER

DRINKING FOUNTAIN 1-1/2" | 1-1/2" | 1-1/2" | 1/2"

ELECTRIC WATER COOLER (ADA COMPLIANT)

*PROVIDE WITH 24"x36" STAINLESS STEEL BACK SPLASH

ATTACH TO
STRUCTURE\

SPRING TYPE ISOLATOR
FOR INSTALLATION NEAR
MOTORIZED EQUIPMENT.

TO PIPE /

HANGER

CALCIUM SILICATE
/BLOCK TYPICAL

16 GA. ZINC COATED SHEET STEEL
SADDLE AT LEAST 12" LONG (TYP)

UNISTRUT TYPE HANGERS.

|
|

|

|

/ I

MOUNT PIPING TO WALL USING :
|

|

|

|

ATTACH TO
STRUCTUREj?::\\\\\‘\\\\\\\\\\\\\\\‘
HANGER ROD

~HEAVY DUTY —
CLEVIS HANGER

LOCKING NUT LOCKING NUT

SUPPORT NUT
SUPPORT NUT

R
H

PIPE
—/_

16 GA. ZINC COATED
SHEET STEEL SADDLE
AT LEAST 12" LONG.

CALCIUM SILICATE
BLOCK TYPICAL

1]
Lo a0 1)

f =+

PIPE VAPOR BARRIER

INSULATION

CLEVIS HANGER
SINGLE HORIZONTAL RUNS SINGLE HORIZONTAL RUNS
WITHOUT INSULATION  WITH VAPOR BARRIER INSULATION

CLEVIS HANGER

PIPE HANGER DETAIL

C5 SCALE: NONE
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